January 5, 2009

Mr. Keith Page

American Metal Products

5030 Corporate Exchange Bivd, SE
Grand Rapids, Ml 49512

RE: Acceptance of the American Metal/Selkirk Direct Venting System

Dear Mr. Page:

Please be advised that OMNI-Test Laboratories, Inc. has successfully completed testing
on the American Metal Products Vent System using representative samples of Travis

Industries, Inc. fireplace heaters. Below are the results of the testing.

5DTHC 5DVC 5DHC SDHCS 4DVC

21 TRV yes yes no yes yes
564SS yes yes yes yes yes
864ST yes yes yes yes yes
864HH yes yes yes yes yes

Travis Industries, Inc will be informed of these results to allow them to adjust their
installation manuals.

Sincerely, W

hn D. Voorhees
Director of Technical Services

JDV/tab

cc: Travis Industries
Alan Atembowski

OMNI-Test Laboratories, Inc.
Product Testing & Certification
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